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WARM RETURN NOTES:
1.  WARM RETURN PRESSURE SWITCH DISABLES PLC CLOSE
2.  DISCONNECTING WR PRESSURE SWITCH W/O JUMPERING

3.  WR PRESSURE SWITCH IS PARALLEL TO PLC OPEN
4.  WR PRESSURE SWITCH CAN BE OVERRIDEN BY TAKING

   AT MAGNET, OR TAKING LOCAL CONTROL WITH AUTOMAX HANDLE

   CR-TS-10-1 TO 2 WILL BREAK PLC CLOSE FUNCTION

   LOCAL CONTROL OF JT's W/KEY SWITCH, DISCONNECTING SWITCH
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